NORTH TEXAS MUNICIPAL WATER DISTRICT
MONTHLY WATER ANALYSIS (WO# 1042050)

MONTH:  Oct 2010 | RAW | TREATED |
IMineral Analysis H | mg/L | | mg/L |
Residue on Evaporation 194 244

Silica (Si02) 7.97 6.91

Iron (Fe) <0.200 <0.200
Calcium (Ca) 29.3 40.3
Magnesium (Mg) 3.63 3.63

Sodium (Na) 21.2 33.9
Potassium (K) 4.27 4.40
Bicarbonates (HCO3) 96.0 97.0
Carbonates (CO3) 0 0
Hydroxides (OH) 0 0

Sulfate (SO4) 37.3 80.4

Nitrite (NO2) 0.0360 <0.0200

Nitrate (NO3) <0.0700 0.0718
Chloride (CI) 22.1 26.6

Fluoride (F) 0.280 0.644
Phosphates (PO4) 0.0599 <0.0200
|Water Stability J mg/L as CaCO3 J mg/L as CaCO3 J
Total Alkalinity 96.0 97.0
Phenolphthalein Alkalinity 0 0
Noncarbonate Hardness 240 37.0

Total Hardness 120 134
Langelier Index - [+0.723]
[Trace Element Analysis | | mgiL. i [ mgil. |
Arsenic (As) <0.00500 <0.00500
Barium (Ba) 0.0511 0.0373
Cadrmium {Cd) <0.00100 <0.00100
Chromium (Cr) <0.00500 <0.00500
Copper (Cu) 0.00258 0.0609

Iron (Fe) <(.200 <0.200

Lead (Pb) <0.00100 <0.00100
Manganese {Mn}) 0.0265 0.00120
Mercury (Hg) <0.000100 <0.000100
Nickel (Ni) 0.00286 0.00330
Selenium (Se) <0.00100 <0.00100

Silver (Ag) <0.00100 <0.00100

Zinc (Zn) <0.0100 <0.0100
[Other Analysis I | Unlis | | Units ]
Chlorine Residual {mg/L) - .27

Total coliform { Present / Absent ) P A

pH (Standard Units) @ 25°C 8.09* 8.55*
Specific Conductance {(Umhos) 307 401

Turbidity (NTU) 9.72 0.151*
Threshold Odor Number BE 2ND
Remarks: *Identfies Monthly Average Process ang Fleld analyses.
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